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APPENDIX D

RENEWABLE ENERGY

SDCI Informative Note – Appendix D is not adopted in The City of Seattle.
See Section C411 for renewable energy requirements.

D101.1 On-site renewable energy systems. Each new com-
mercial building or addition larger than 5,000 square feet of
gross conditioned floor area shall include a renewable energy
generation system consisting of at least 70 watts rated peak
photovoltaic energy production, or 240 kBtu of annual solar
water heating energy production, per 1,000 square feet of
conditioned floor area or fraction thereof. For buildings over
5 stories in height, the conditioned area for this calculation
shall be based on the conditioned area of the largest 5 above-
grade stories in the building. If the on-site renewable energy
option in C406 is selected, this energy shall be in addition to
that required by C406.

Exception: Alternate means of achieving equivalent
energy savings are permissible where approved by the
code official, if the calculated net annual energy savings
equals or exceeds the calculated annual energy production
of the required on-site renewable energy system.




